Revised Report: Amended to add
Nitrate to fraction 02 per chain.
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Microbac Laboratories, Inc. - Dayville

CERTIFICATE OF ANALYSIS

D8D1305
Narragansett Indian Tribe Project Name: 0502003 Four Winds Community
Center
Stan Bailey Project / PO Number: N/A
P.O. Box 268 Received: 04/16/2018
Charlestown, RI 02813 Reported: 12/19/2018
Analytical Testing Parameters
Client Sample ID: Exam Room 5
Sample Matrix: Drinking Water Collected By: Thomas D. Bossone
Lab Sampile ID: D8D1305-01 Collection Date: 04/16/2018 12:06
Field Parameters Result Limit(s) RL Units Note Prepared Analyzed Analyst
Method: SM4500-Cl G-2000
Chlorine - Total Residual <0.05 0.05 mg/L 04/16/18 1206 TDB
General Paramaters Result Limit(s) RL Units Note Prepared Analyzed Analyst
Method: Wet Chem - DW/SM2120 B-2001
Color - Apparent 0 Color Units 04/16/18 2041 CCG
Method: Wet Chem - DW/SM2130 B-2001
Turbidity 0.700 0.100 NTU 04/16/18 2041 CCG
Method: Wet Chem - DW/SM2150 B-1997
Odor - TON 0 T.O.N. 04/16/18 2041 CCG
Method: Wet Chem - DW/SM4500 H+ B-2000
pH 6.50 6.50-8.5 pH Units H 04/16/18 2041 CCG
SMCL
Microbiology Result Limit(s) RL Units Note Prepared Analyzed Analyst
Method: SM9223 B-1997
Total Coliform Absent 1.0 MCL in 100mL 04/16/18 1808 04/17/18 2029 ARM
Escherichia coli Absent 1.0 MCL in 100mL 04/16/18 1808 04/17/18 2029 ARM
Client Sample ID:  Entry Point 1 - EP001
Sample Matrix: Drinking Water Collected By: Thomas D. Bossone
Lab Sample ID: D8D1305-02 Collection Date: 04/16/2018 12:22
Inorganics Result Limit(s) RL Units Note Prepared Analyzed Analyst
Method: Wet Chem - DW/SM4500-NO3 F-2000
Nitrate as N 0.145 10.0 MCL 0.0500 mg/L 04/16/18 1831 DCH
Nitrite as N <0.0100 1.00 MCL 0.0100 mg/L 04/16/18 1831 MCM
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Microbac Laboratories, Inc. - Dayville
CERTIFICATE OF ANALYSIS

D8D1305

Client Sample ID:  Entry Point 2 - EP002

Sample Matrix: Drinking Water Collected By: Thomas D. Bossone

Lab Sample ID: D8D1305-03 Collection Date: 04/16/2018 12:14
Inorganics Result Limit(s) RL Units Note Prepared Analyzed Analyst
Method: Wet Chem - DW/SM4500-NO3 F-2000
Nitrate as N 0.145 10.0 MCL 0.0500 mg/L 04/16/18 1833 MCM
Volatile Organic Compounds - GC/MS Result Limit(s) RL Units Note Prepared Analyzed Analyst
Method: EPA 524.2, Rv 4.1
Benzene <0.50 5.00 MCL 0.50 ug/L 04/18/18 1701 RSD
Bromobenzene <0.50 0.50 ug/L 04/18/18 1701 RSD
Bromochloromethane <0.50 0.50 ug/L 04/18/18 1701 RSD
Bromodichloromethane <0.50 0.50 ug/L 04/18/18 1701 RSD
Bromoform <0.50 0.50 ug/L 04/18/18 1701 RSD
Bromomethane <0.50 0.50 ug/L 04/18/18 1701 RSD
tert-Butylbenzene <0.50 0.50 ug/L 04/18/18 1701 RSD
sec-Butylbenzene <0.50 0.50 ug/L 04/18/18 1701 RSD
n-Butylbenzene <0.50 0.50 ug/L 04/18/18 1701 RSD
Carbon tetrachloride <0.50 5.00 MCL 0.50 ug/L 04/18/18 1701 RSD
Chlorobenzene <0.50 100 MCL 0.50 ug/L 04/18/18 1701 RSD
Chloroethane (Ethyl chloride) <0.50 0.50 ug/L 04/18/18 1701 RSD
Chloroform <0.50 0.50 ug/L 04/18/18 1701 RSD
Chloromethane <0.50 0.50 ug/L 04/18/18 1701 RSD
2-Chlorotoluene <0.50 0.50 ug/L 04/18/18 1701 RSD
4-Chlorotoluene <0.50 0.50 ug/L 04/18/18 1701 RSD
Dibromochloromethane <0.50 0.50 ug/L 04/18/18 1701 RSD
Dibromomethane (Methylene bromide) <0.50 0.50 ug/L 04/18/18 1701 RSD
1,4-Dichlorobenzene <0.50 75.0 MCL 0.50 ug/L 04/18/18 1701 RSD
1,2-Dichlorobenzene <0.50 600 MCL 0.50 ug/L 04/18/18 1701 RSD
1,3-Dichlorobenzene <0.50 0.50 ug/L 04/18/18 1701 RSD
Dichlorodifluoromethane (Freon-12) <0.50 0.50 ug/L 04/18/18 1701 RSD
1,2-Dichloroethane <0.50 5.00 MCL 0.50 ug/L 04/18/18 1701 RSD
1,1-Dichloroethane <0.50 0.50 ug/L 04/18/18 1701 RSD
trans-1,2-Dichloroethene <0.50 100 MCL 0.50 ug/L 04/18/18 1701 RSD
cis-1,2-Dichloroethene <0.50 70.0 MCL 0.50 ug/L 04/18/18 1701 RSD
1,1-Dichloroethene <0.50 7.00 MCL 0.50 ug/L 04/18/18 1701 RSD
1,3-Dichloropropane <0.50 0.50 ug/L 04/18/18 1701 RSD
2,2-Dichloropropane <0.50 0.50 ug/L 04/18/18 1701 RSD
1,2-Dichloropropane <0.50 5.00 MCL 0.50 ug/L 04/18/18 1701 RSD
1,1-Dichloropropene <0.50 0.50 ug/L 04/18/18 1701 RSD
trans-1,3-Dichloropropene <0.50 0.50 ug/L 04/18/18 1701 RSD
cis-1,3-Dichloropropene <0.50 0.50 ug/L 04/18/18 1701 RSD
Ethylbenzene <0.50 700 MCL 0.50 ug/L 04/18/18 1701 RSD
Hexachlorobutadiene <0.50 0.50 ug/L 04/18/18 1701 RSD
Isopropylbenzene (Cumene) <0.50 0.50 ug/L 04/18/18 1701 RSD
4-Isopropyltoluene (p-Isopropyltoluene) <0.50 0.50 ug/L 04/18/18 1701 RSD
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CERTIFICATE OF ANALYSIS

Microbac Laboratories, Inc. - Dayville

D8D1305

Client Sample ID:  Entry Point 2 - EP002

Sample Matrix: Drinking Water Collected By: Thomas D. Bossone

Lab Sample ID: D8D1305-03 Collection Date: 04/16/2018 12:14
Volatile Organic Compounds - GC/MS Result Limit(s) RL Units Note Prepared Analyzed Analyst
Methyl tert-butyl ether (MTBE) <0.50 0.50 ug/L 04/18/18 1701 RSD
Methylene chloride (Dichloromethane) <0.50 5.00 MCL 0.50 ug/L 04/18/18 1701 RSD
Naphthalene <0.50 0.50 ug/L 04/18/18 1701 RSD
n-Propylbenzene <0.50 0.50 ug/L 04/18/18 1701 RSD
Styrene <0.50 100 MCL 0.50 ug/L 04/18/18 1701 RSD
1,1,1,2-Tetrachloroethane <0.50 0.50 ug/L 04/18/18 1701 RSD
1,1,2,2-Tetrachloroethane <0.50 0.50 ug/L 04/18/18 1701 RSD
Tetrachloroethene <0.50 5.00 MCL 0.50 ug/L 04/18/18 1701 RSD
Toluene <0.50 1000 MCL 0.50 ug/L 04/18/18 1701 RSD
1,2,4-Trichlorobenzene <0.50 70.0 MCL 0.50 ug/L 04/18/18 1701 RSD
1,2,3-Trichlorobenzene <0.50 0.50 ug/L 04/18/18 1701 RSD
1,1,1-Trichloroethane <0.50 200 MCL 0.50 ug/L 04/18/18 1701 RSD
1,1,2-Trichloroethane <0.50 5.00 MCL 0.50 ug/L 04/18/18 1701 RSD
Trichloroethene <0.50 5.00 MCL 0.50 ug/L 04/18/18 1701 RSD
Trichlorofluoromethane (Freon 11) <0.50 0.50 ug/L 04/18/18 1701 RSD
1,2,3-Trichloropropane <0.50 0.50 ug/L 04/18/18 1701 RSD
1,2,4-Trimethylbenzene <0.50 0.50 ug/L 04/18/18 1701 RSD
1,3,5-Trimethylbenzene <0.50 0.50 ug/L 04/18/18 1701 RSD
Vinyl chloride <0.50 2.00 MCL 0.50 ug/L 04/18/18 1701 RSD
m,p-Xylene <0.50 0.50 ug/L 04/18/18 1701 RSD
o-Xylene <0.50 0.50 ug/L 04/18/18 1701 RSD
Xylenes (total) <0.50 10000 MCL 0.50 ug/L 04/18/18 1701 RSD

Surrogate: 4-Bromofluorobenzene 82.7 Limit: 70-130 % Rec 04/18/18 1701 RSD

Surrogate: 1,2-Dichlorobenzene-d4 87.2 Limit: 70-130 % Rec 04/18/18 1701 RSD

Results in bold have exceeded a limit defined for this project. Limits are provided for reference but as regulatory limits change frequently,

Microbac Laboratories, Inc. advises the recipient of this report to confirm such limits and units of concentration with the appropriate

Federal, state or local authorities before acting on the data.

Definitions
Absent:

Coliform Rule as established under the Safe Drinking Water Act.

H:
MCL:
RL:
SMCL:

Sample was analyzed past holding time.
US EPA Maximum Contaminant Level
Reporting Limit

US EPA Secondary Maximum Contamin

ant Level

Aresult of "Absent" for Total Coliform in drinking water indicates the sample is currently IN COMPLIANCE with theTotal

Project Requested Certification(s)

Microbac Laboratories, Inc. - Dayville
LAO00346

Rhode Island Department of Health
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Microbac Laboratories, Inc. - Dayville

CERTIFICATE OF ANALYSIS
D8D1305

Report Comments Reviewed and Approved By:

Samples were received in proper condition and the reported results conform to P
applicable accreditation standard unless otherwise noted.
(= S

The data and information on this, and other accompanying documents, represents
only the sample(s) analyzed. This report is incomplete unless all pages indicated
in the footnote are present and an authorized signature is included.

Ronald L. Warila

Director
Reported: 12/19/2018 17:43

Microbac Laboratories, Inc.

61 Louisa Viens Drive | Dayville, CT 06241 | 860.774.6814 p | www.microbac.com | Page 4 of 5




o

¢

3/30/2018 12:18 PM
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Monthly

Sampling Point Information
Narragansett Indian Tribe

4 Winds Community Center
4477 South County Trail
Charlestown, RI

Contact Information
Stan Bailey
401-364-1100 x 227

Project

W0

Narragansett indian Tribe

Description

Pickup Date
0502003 Four Win...Rl Quarter 2 N/N 01-APR-18

nter] - Page 1
Lab PO: 196772

Required By
30-APR-18

Client Information [NARRA INDIAN]

Narragansett Tribe
P.O. Box 268

Charlestown, Rl 02813

Comments: APRIL (M-TC) - DO NOT Collect here between 1200-1300 please
Call Stan 1-401-269-6564 or work# 401-552-7657 w/FY| sampling today.
Behind Main Admin Bldg Police Station. Triple sink is on the back wall.

*Entry Point 2 is Health Clinic’'s POE

Sampling Point ™Mupdle Sk Iproduct Times/Readings _

Entry Point 1 - EPO0T wachh Side  |Nitrate as N by SM4500-NO3 Fin DWwWY  QLIG[(R = 19 Lok

Entry Point 2 - EP002 Wen'¢ b phwacn Nitrate as N by SM4500-NO3 F in DWW\ Y1 G[(R — 13 LY

Entry Point 2 - EP002 RI Volatiles by 524.2. in DW )

Exam Room 115 - DS001 A * S’ TC 9223B & Physicals Mllell3  — 13.06¢

Exam Room 115-DS001 {l,m ¥ & [Total Residual Chlorine by SM4500-C-G| ~JRL =  AJ[(D '
D.0%

Date/T imeykl(g LQ‘:OG

Chain Of Custody
Sam pIer/Aﬂlllath(\ZY‘/\(éf/ﬂv\/\
Relmqmshed/Aﬂlllag{%Y\f\

Received/Affiliation:

Relinquished/Affiliation:

Date/Time Né’g ?S

b‘ét‘e/;’l; ime

Date/Time:

Received/Affiliation:

-Date/Time:
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